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SAMPLING STATION
KUPFERLE FOUNDRY CO.
ECLIPSE NO. 88

WITH OPTIONAL 1/4" BALL VALVE
IN PLACE OF 1/4" PET COCK ON
VENT PIPE

2" X 4" TREATED
WOOD BORDER

ROUND ROCK
18" MIN.

BRASS /

STANDPIPE

3/4" ELBOW —/

NIPT x COPPER
FORD L28-33

FORD BALL VALVE
CURBSTOP B11-333W

FLARE FORD C28-33

CORPORATION STOP /

3/4" FORD F-600

WATER VALVE BOX AND COVER
/ SEE Beaverton Standard Dwg 615

3/4" DOMESTIC COPPER
SOFT K-TYPE

\13/4“ NIPT x COPPER

SAMPLING
STATION INSTALLATION

City Of Beaverton

ENGINEERING

DEPARTMENT
UTILITIES ENGINEER DATE DRAWN BY
David A. Winship, P.E. 6-10-04 CDH - WD

DRAWING NO.
645




